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CUSTOMER NAME: PREFERENCE FLOORS

ADDRESS: STEVEN KEATS 115 COLEMANS ROAD DANDENONG SOUTH 

VICTORIA 3175

Sample Name : PRESTIGE OAK ENGINEERED FLOOR-15MMX190MMX1900MM

Item No. : Parana

Style No. : 15mmx190mmx1900mm

Above information and sample(s) was/were submitted and confirmed by the client. SGS, however, 

assumes no responsibility to verify the accuracy, adequacy and completeness of the sample 

information provided by client.

***********

SGS Ref. No. : SHHL2504018314HI

Date of Receipt : 2025-04-09

Testing Period : 2025-04-09 ~ 2025-04-11

Test result(s)   : For further details, please refer to the following page(s)

(Unless otherwise stated the results shown in this test report refer only 

to the sample(s) tested)

Signed for

SGS-CSTC Standards Technical 

Services (Shanghai) Co., Ltd..

Xander Yang

Authorized signatory
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Summary of Results:

No. Test Item Test Method Result Conclusion

1

Slip Resistance 

(Wet Pendulum 

Test)

AS 4586-2013+A1:2017 

Appendix A
See Result N/A

Pass : Meet the requirements;

Fail : Does not meet the requirements;

Note:

N/A : Not Apply to the judgment.

Original Sample Photo(s):

Front View Back View

Test Direction
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Test Item: Slip Resistance (Wet Pendulum Test)

Test Method: AS 4586-2013+A1:2017 Appendix A

Test Condition: 

Specimen: 200mm×150mm×15.0mm, 5pcs

Rubber: Slider 96

Test temperature: 23℃

Testing surface: Front View

Lab Environmental Conditions: (23±3)℃, (50±5)%RH

Test Result: 

Test Item BPN
Mean 

BPN
SRV

Mean 

SRV
Class

36 36 35 35 37 36 36

37 37 38 39 37 38 38

36 37 38 37 38 37 38

37 39 39 39 39 39 39

Slip Resistance (Wet Pendulum 

Test)

39 39 39 41 41 40 40

38 P3
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According to AS 4586-2013+A1:2017, Table 2 Classification of pedestrian surface materials according 

to the AS 4586 wet pendulum test

Pendulum SRV
Class

Slider 96 Slider 55

P5 > 54 > 44

P4 45 - 54 40 - 44

P3 35 - 44 35 - 39

P2 25 - 34 20 - 34

P1 12 - 24 < 20

P0 < 12 /

This test report updates Home page information, supersedes the test report No. 

SHIN2504000772CM01_EN dated Apr 11th, 2025, original report will be invalid from today.

The test report shall only be used for clients’ scientific research, teaching, internal quality control, 

product research and development, etc… and just for internal reference.

Unless otherwise stated, this report provides a declaration of conformity according to whether the test 

results are within the specified limits or specifications without considering the measurement 

uncertainty.

********End of report********
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